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	Attachment

Number
	Commenter and Company Name
	Comment*
	Action Taken
	If No Action Taken, Explain Why

	A
	Randall Glaser
	#1.
	None.
	We are currently allowing up to 48” diameter pipe and are observing some installations of 60” pipe.

	
	
	#2.
	None.
	There has been some failures with helical double wall.  For this reason, we specified only Type S HDPE be allowed. 

	B
	Kirsten Munck, MoDOT
	#1.
	None.
	In Div 1000 Material sections we, as a rule specify the use of the material.

	
	
	#2 and #23.
	None.
	As a rule, in listing items, we do not place a comma after the last item prior to “and”.

	
	
	#2.
	Renumbered as suggested.
	

	
	
	 #3, #4, #6, #7, #11, #12, #14 thru #21, #24 thru #26, #28 and #29.
	All of these comments are editorial and were incorporated into the specification.
	

	
	
	#5.
	None.
	Feel it is important to list the criteria, instead of as recommended by the manufacturer, which may not comply with the listed requirements.

	
	
	#8 and #13.
	None.
	Considered an editorial preference.  

	
	
	#9 and #10.
	None.
	Each of these item are distinctly different and specifically designate the pipe.

	
	
	#22.
	None.
	Poor English if we removed the word “a”.

	
	
	#27.
	Revised to clarify intent.
	

	
	
	#30.
	None.
	PPI is only associated with this section, so no reason to show in Sec 101.1.


* Refer to the referenced attachment to see recommended change.

